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Initial Cammants

Raport of Biennlal Construetion Survey by Dennis
Harrell on 4-27-2018

Records indicata this facllity was first licensad as
& Homa Tor the Aged serving 26 residents on
1.1-2007. Therefera the faollity must mest the
2005 Rubas for the Lisensing of Adull Care
Homes, and, the 2006 North Carolina State
Bullding Code: Section 407 Institutional
Cooupandy - Group -2,

Must Have Currant San. & Fime Safety Reports

SECTION 0300 - PHYSICAL PLANT

1A NCAD 13F 0302  DESIGHN AND
CONSTRUCTION(

1) Tha facllity shall have cuirent sanitation and
fire and bullding safity inspection reports which
shall b& maintainad in the home and available for
Py .

This Rule is not met as evidenced by.

Basad on a raview of documants, the required
annual fire alarm system inspection report could
not b looated. Flre alarm aystams that ars not
inspected and approvied as required could result
in the fire alarm system not operating proparly in

| the svent of an actual fire

Corridors-Free of equipment and Obstruotions

SECTION 0300 - PHYSICAL PLANT

104 NCAC 13F .0308 PHYSICAL
ENVIROMNMENT

(g) The requireimants for corridors are:

(4) Carridors ahall be frae of all quipmeant and
ather ohatruations.
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Continuad From page 1

This Rule is not met as avidendad by,

Based on ohseryvatian, the eqmdor was not
maintainad freq of obatruations.

Findings includa:

a. Thers were 2 med carts aierad in the corridor
rgdlueing the clear width to about 3.0 test.

b, Thana was a chairin the corrider reduging the
plear width to about 4 fest,

Fira Safety-Rehearsals on Each &hift

BECTICN .0300 - PHYSICAL PLANT

10A NCAC 13F 0308 PLAN FOR
EVACUATION

{b) There shall be rehearsals of the fire plan
guarterly on each shift in acoordance with the
reguiremant of the local Fire Prévéntion Coda
Enforcement Official,

(o) Records of rehaarsals shall be maintained

'| and coplas furnished to the county department of

monial services annually, Tha records shall

inelude thie date and time of the rehearesls, B

ghift, stalf members present, and & ahor

dascription of what the rehsarsal involvad.

ﬂd;ll'l_'lli Rule shall apply ta new and axiating
itiss,

This Rula is not met as avidenced by

Basad on a review of decuments, tha records of
HI‘E,II:F[{IIH ineiuded no desoription of what the
rahaarasl invalvad.

Building Equipment Maintained Safe, Cparating

SEGTION 0300 - PHYBICAL PLANT

10A NCAC 13F 0311 OTHER
REQUIREMENTS

{m) The bullding and all fire safety, alectrical,
mechanical, and plumbing equipmeant in an adult
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aare homa shall be maintsingd in & safe and
aperating candition.

(k) This Ruls shall apply t new and existing
frcilities with tha axcaption of Paragraph (&)

whioh zhall not apply to existing tacilities.

Thiz Rule (s not mat as avidencad by

1, Baged an obeervation, many corridor doors
are prevented from closing quickly and latching to

remist the passage of fire and smoke. Carrdar
doars that doe not close completely and latch

prasant tha pessiblity that a fire that baging In
nne space can quickly spread to the corrdor and
the remaindar of the faoility.

Findings include:

a, Ol of the amoke barfar doors wolld et
automatically latoh when cloged.

b, Thers was a gap of about 3/M inch between
the mmoke barrier doors when closed,

2, Tha door i the clean nen ram was wadgod
opan.

d. The door to kitchan was propped apen.

2. Basad on obsarvation, the battery powarad
amargenay light in the dining room woulkd not
work when tested. Baltery powersd amergency
ligihte that will nat wark praperly for at least 90
finytes could andangar tha residents and staff
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