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 C 000 Initial Comments  C 000

Report by Rick Benton

DHSR Construction Section conducted a Biennial 
Survey on June 09, 2016 from 12:30pm to 
1:45pm at the above referenced facility.  DHSR 
records indicate the home was first licensed on 
June 02, 2010 as a Family Care Home for six (6) 
Residents (able to evacuate and respond without 
physical or verbal assistance during a fire or other 
emergency).  Based on this we are requiring the 
home to be in compliance with the following:  the 
2005 Rules 10A NCAC 13G for Family Care 
Homes, and the 2009 North Carolina State 
Building Code - Section 425.2 - Residential Care 
Homes.

At the time of our visit, we cited deficiencies that 
require an acceptable plan of correction.  They 
are as follows:

 

 C 152 Floors

10A NCAC 13G .0314 FLOORS
(a)   All floors in a family care home shall be of 
smooth, non-skid material and so constructed as 
to be easily cleanable.
(b)   Scatter or throw rugs shall not be used.
(c)   All floors shall be kept in good repair.

This Rule  is not met as evidenced by:

 C 152

1) During the survey of the floors, the following 
deficiencies were observed:
a)  The floor in front of the washer and dryer 
appears to be in need of scrubbing.
b)  The kitchen floor appears to be in need of 
scrubbing.
c)  The floor in the front entrance foyer is severely 
worn.
d)  The front door threshold is deteriorating and 
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 C 152Continued From page 1 C 152

must be replaced.
Arrange for someone to scrub the kitchen and 
laundry room floors.  Contact a qualified 
technician to make an assessment of the 
threshold and make the necessary repairs.  
Provide to our office all supporting documents 
that will verify the completed work.

 C 153 Houskeeping And Furnishings-Clean, Repaired

SECTION .0300 - THE BUILDING
10A NCAC 13G .0315 HOUSEKEEPING AND 
FURNISHINGS
(a)   Each family care home shall:
(1)   have walls, ceilings, and floors or floor 
coverings kept clean and in good repair;
(2)   have no chronic unpleasant odors;
(3)   have furniture clean and in good repair;
(e)   This Rule shall apply to new and existing 
homes.

This Rule  is not met as evidenced by:

 C 153

1)  During the survey of the front rear bedroom, 
the following deficiency was observed:
a)  The dresser was damaged beyond repair.  
Arrange for someone to purchase and install new 
dresser for the resident.  Provide to our office all 
supporting documents that will verify the 
completed work.

 

 C 174 Building Equipment Maintained Safe, Operating

SECTION .0300 - THE BUILDING
10A NCAC 13G .0317 BUILDING SERVICE 
EQUIPMENT
(a)   The building and all fire safety, electrical, 
mechanical, and plumbing equipment in a family 
care home shall be maintained in a safe and 
operating condition.

 C 174
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 C 174Continued From page 2 C 174

(j)   This Rule shall apply to new and existing 
family care homes.

This Rule  is not met as evidenced by:
1)  During the survey of the Kitchen range hood, 
the following deficiencies were observed:
a) The range hood was extremely greasy.
b)  The hood range fan filter was extremely 
greasy.
Arrange for someone to clean the range hood.  
Arrange for someone to install a new fan filter on 
the fan.  Provide to our office all supporting 
documents that will verify the completed work.

2) During the survey of the Kitchen cabinets, the 
following deficiencies were observed:
a)  The lower cabinets have damaged hardware 
and are in need of painting.
b)  The cabinets above the counter to the right of 
the stove are in need of painting.
c)  The cabinets above the stove are in need of 
painting.
Contact a qualified technician to make the 
necessary repairs to the kitchen cabinets.  
Provide to our office all supporting documents 
that will verify the completed work.

3)  During the survey of the hallway bathroom, the 
following deficiencies were observed:
a)  The cabinets under the sink would not fully 
close.
b)  Inside the bathroom cabinet it appeared the 
shelves were in need of cleaning.
c)  The toilet seat is severely stained and must be 
removed.  Install a new seat.
d)  The tub and the edges surrounding the tub 
and wall have a blackish substance.
e)  The mechanical vent is dusty.
Arrange for someone to clean the tub, the 
mechanical vent and inside of the cabinets.  
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Contact a qualified technician to make the 
necessary repairs to the bathroom cabinets and 
the toilet seat.  Provide to our office all supporting 
documents that will verify the completed work.

4)  During the survey of the main hallway, the 
following deficiency was observed:
a)  The return grille and the filter were extremely 
dirty.
Arrange for someone to clean the grille and 
change the filter.  Provide to our office all 
supporting documents that will verify the 
completed work.

5)  During the survey of the front bedroom, the 
following deficiency was observed:
a)  There was no globe or light bulb in the ceiling 
fan light fixture.
Arrange for someone to purchase and install a 
globe and a light bulb on the fixture.  Provide to 
our office all supporting documents that will verify 
the completed work.

6)  During the survey of all interior side of the 
windows, the following deficiencies were 
observed:
a)  There are several windows that have 
damaged blinds.
Arrange for someone to purchase and install new 
blinds on all windows that have damaged ones.  
Provide to our office all supporting documents 
that will verify the completed work.

7)  During the survey of the all exterior side of the 
windows and frames, the following deficiencies 
were observed:
a)  The windows and their frames have excessive 
chipping and peeling paint.
Contact a qualified technician to scrape all 
windows of any chipping and peeling paint then 
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repaint them.  Ensure they are not painted shut 
when completed.  Provide to our office all 
supporting documents that will verify the 
completed work.

8)  During the survey of the smoke detectors, the 
following deficiency was observed:
a)  The smoke detectors were interconnected as 
required and operated as they should, but they 
were chirping indicating that the batteries were in 
need of replacing.
Arrange for someone to purchase and install new 
batteries in all of the smoke detectors.  Provide to 
our office all supporting documents that will verify 
the completed work.

 C 183 Outside Premises-Clean, Safe

SECTION .0300 - THE BUILDING
10A NCAC 13G .0318 OUTSIDE PREMISES
(a)   The outside grounds of new and existing 
family care homes shall be maintained in a clean 
and safe condition. 

This Rule  is not met as evidenced by:

 C 183

1)  During the survey of the exterior grounds, the 
following deficiencies were observed:
a)  On the front to the left of the screened porch, 
there is unsecured wiring.
b)  At the front below the porch, there is trash, 
yard tools and other debris that must be cleaned 
up and yard tools properly stored.
c)  On the rear to the home near the exterior 
door, there is a stack of debris that must be 
removed.
d)  The metal cover that covers the pump on the 
rear of the home is damaged and is being held in 
place by wood, concrete blocks and bricks.
e)  There are two crawl space doors.  One is not 
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is just not secured and the other is severely 
damaged.  Both will allow rodents and other pests 
to enter the home.
f)  In the area to the back of the screened porch, 
there is a pile of wood with discarded cigarette 
butts and other debris.  If this pile of wood is 
being used, the fireplace must be protected a 
glass cover or screen to prevent a burn hazard to 
residents.  If the logs are not being used then 
have them removed from the area.
g)  The aluminum trim around the top edges of 
the home are in need of cleaning.
h)  The front storm door bottom was damaged, 
repaired and damaged beyond repair.
Contact a qualified technician to make the 
necessary repairs to the exterior grounds of the 
home.  Provide to our office all supporting 
documents that will verify the completed work.

 C 020 10A NCAC 13G .0301 Application Of Physical 
Plant Requirements

10A NCAC 13G .0301Application Of Physical 
Plant Requirements

The physical plant requirements for each family 
care home shall be applied as follows:
(1) New construction and existing buildings 
proposed for use as a Family Care Home shall 
comply with the requirements of this Section;
(2) Except where otherwise specified, existing 
licensed homes or portions of existing licensed 
homes shall meet licensure and code 
requirements in effect at the time of construction, 
change in service or bed count, addition, 
renovation or alteration; however, in no case shall 
the requirements for any licensed home, where 
no addition or renovation has been made, be less 
than those requirements found in the 1971 

 C 020
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 C 020Continued From page 6 C 020

"Minimum and Desired Standards and 
Regulations" for "Family Care Homes", copies of 
which are available at the Division of Facility 
Services, 701 Barbour Drive, Raleigh, North 
Carolina 27603 at no cost;
(3) New additions, alterations, modifications and 
repairs shall meet the requirements of this 
Section;
(4) Rules contained in this Section are minimum 
requirements and are not intended to prohibit 
buildings, systems or operational conditions that 
exceed minimum requirements;
(5) Equivalency:  Alternate methods, procedures, 
design criteria and functional variations from the 
physical plant requirements shall be approved by 
the Division when the home can effectively 
demonstrate to the Division's satisfaction, that the 
intent of the physical plant requirements are met 
and that the variation does not reduce the safety 
or operational effectiveness of the home; and
(6) Where rules, codes or standards have any 
conflict, the most stringent requirement shall 
apply.

This Rule  is not met as evidenced by:
1)  At the time of our visit, it was observed that 
the living room which was initially approved on 
June 2, 2010 was still a living room for the 
residents but was also being utilized as a staff 
sleeping area.  There are several issues with this 
utilization as a sleeping are for staff.  First, the 
provider failed to follow 10A NCEC 13G .301 
APPLICATION OF PHYSICAL PLANT 
REQUIREMENTS (5) which clearly states that 
"Equivalency: Alternate methods, procedures 
design criteria and functional variations from the 
physical plant requirements shall be approved by 
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the Division ...", and 10A NCEC 13G .308 
BEDROOMS (b) "Only rooms authorized by the 
Division of Facility Services as bedrooms shall be 
used for bedrooms".  The living room was utilized 
as a sleeping area without the approval of the 
Division.  This appears to be in violation of the 
following: (1) No prior approval was given, and (2) 
privacy.  This is an area where the residents relax 
and watch TV.  The staff utilizing this area for 
sleeping fringes on the residents rights to privacy.  
Since the provider is in violation of the licensure 
rules, the provider has two options they can do to 
correct this.  These options are as follows:

OPTION 1:  The provider must disassemble the 
bed and remove it from its existing location.  By 
doing this the area would be converted back to its 
originally approved design criteria which was a 
living room with no staff sleeping area in the 
home.
OPTION 2:  The provider can convert some of 
the office space into a staff sleeping area.  Since 
the residents have to traverse through the staff 
office to enter into the kitchen/dining area, this will 
require a partition wall to be constructed in the 
office to provider privacy for the staff.  There must 
be a minimum of three feet between the existing 
wall and the newly constructed partition wall so 
that egress is maintained.  The provider may opt 
to install a door in the newly constructed wall or it 
can be left as a case opening.  The staff office 
must also have a smoke detector installed in it 
since it would be used as a sleeping area and 
one installed outside in the immediate vicinity of 
this area. 

There are no exceptions.  The provider must 
decide which option they will use and notify 
DHSR-Construction Section of your intentions.  
Once the option has been determined and 
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 C 020Continued From page 8 C 020

approved by the Division, arrange for someone to 
make the necessary corrections and provide to 
our office any supporting documents that verify 
the completed work.  Failure to choose one of the 
options and make the necessary corrections may 
result in negative action against the home.
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